
Certificado No. / Certificate No.  PR1-100681

Informe No. / Report No. BSP-0359-2

Nombre y dirección del titular del Certificado

Name and address of the Certificate Holder

MD KALIP MAKİNA ENDUSTRIYEL TASARIM URETIM VE PAZ. SAN. 

VE TIC. LTD. STI.

Adnan Kahveci Mah. Celik Sk. No:4/1 Gürpinar – Beylikdüzü / Istanbul

Nombre y dirección de la fabrica(s)

Name and address of the factory(ies)

MD KALIP MAKİNA ENDUSTRIYEL TASARIM URETIM VE PAZ. SAN. 

VE TIC. LTD. STI.

Adnan Kahveci Mah. Celik Sk. No:4/1 Gürpinar – Beylikdüzü / Istanbul

País de Origen / Origin Country Turquía

Turkey

Producto / Product Envolventes

Enclosure 

Designación / Type Designation Anexo / Annex

Marca / Trademark

Características principales

Ratings and principal characteristics

Anexo

Annex

Evaluado de acuerdo con los requisitos de:

Tested according to:

Resolución 90708: 2013.Ministerio de Minas y Energía de Colombia, 

Reglamento técnico de Instalaciones eléctricas. RETIE, Artículos 20 y 

20.23.1.1. 

Resolution 90708:2013, Mining and Energy Ministry, Colombian Mandatory 

Electrical Safety Regulation for Electrical Installation, Articles 20 

and 20.23.1.1

Esquema de Certificación 

Certification type scheme

Esquema Tipo 5 

Type 5 scheme

Fecha de Emisión / Valid from:         09/04/2021

Vigente Hasta / Valid until:               08/04/2024

Autorizado Por:

Authorized by:  

Certificado de Conformidad de Producto

Product Certificate of Conformity
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Gerente Producto

TÜV Rheinland Colombia S.A.S.

Calle 108 No. 45 – 27 Bogotá - CO

(+57 1) 7460980
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Anexo / Annex 

Certificado No. / Certificate No. PR1-100681

Referencia
Model

Tamaño y material
Size and material

MD 9001 20 X 30 X 13  ABS Board 

MD 9002 25 X 35 X 15  ABS Board

MD 9003 30 X 40 X 17  ABS Board

MD 9004 30 x 40 x 22  ABS Board

MD 9005 35 X 50 X 19  ABS Board

MD 9006 40 x 50 x 18  ABS Board

MD 9007 40 X 50 X 24  ABS Board

MD 9008 40 X 60 X 20   ABS Board

MD 9011 50 X 60 X 22  ABS Board

MD 9009 50 X 70 X 25  ABS Board

MD 9010 60 X 80 X26  ABS Board

MD 9021 20 X 30 X 13   PC Board

MD 9022 25 X 35 X 15   PC Board

MD 9023 30 X 40 X 17  PC Board

MD 9024 30 x 40 x 22  PC Board

MD 9025 35 X 50 X 19  PC Board

MD 9026 40 x 50 x 18  PC Board

MD 9027 40 X 50 X 24  PC Board

MD 9028 40 X 60 X 20  PC Board

MD 9031 50 X 60 X 22  PC Board

MD 9029 50 X 70 X 25  PC Board

MD 9030 60 X 80 X 26  PC Board
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Anexo / Annex 

Certificado No. / Certificate No. PR1-100681

Referencia
Model

Número de circuitos
Number of circuits

Material
Material

MD 9314 2  Distrubition Board S.M. ABS

MD 9316 4  Distrubition Board S.M. ABS

MD 9302 6  Distrubition Board S.M. ABS

MD 9304 8  Distrubition Board S.M. ABS

MD 9306 12 Distrubition Board S.M. ABS

MD 9308 18  Distrubition Board S.M. ABS

MD 9310 24 Distrubition Board S.M. ABS

MD 9312 36  Distrubition Board S.M. ABS

MD 9315 2 Distrubition Board F.M. ABS and HIPS

MD 9317 4 Distrubition Board F.M. ABS and HIPS

MD 9303 6 Distrubition Board F.M. ABS and HIPS

MD 9305 8 Distrubition Board F.M. ABS and HIPS

MD 9307 12 Distrubition Board F.M. ABS and HIPS

MD 9309 18 Distrubition Board F.M. ABS and HIPS

MD 9311 24 Distrubition Board F.M. ABS and HIPS

MD 9313 36 Distrubition Board F.M. ABS and HIPS
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